
Western Area Power Admininstration publish date:

Sierra Nevada Region
7-Day Forecast of Base Resource

All values at Tracy Substation

Day Reg & Res

Monday Projected 
Capacity 

Projected 
Energy 

Project 
Use Load 
Demand

First 
Preference 

Load 
Demand

Estimated 
Ancillary 
Services 
Capacity 

PU 
Forward 
Off-Peak 
Purchase 

PU & FP 
Capacity 
Purchase 
Reqmts.

Ancilliary 
Services 
Purchase 
Reqmt.

Bank 
Energy 

(from CVP 
Corp)

Bank 
Return 

Energy (to 
CVP Corp)

Hourly 
Minimum 
Capacity

Hourly 
Maximum 
Capacity

Capacity 
w/minimal 

energy

Dec 12, 2005 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
(MW) (MW) (MW)

Hour A B C D E F G H I J K L M

1 981.0 431.0 265.0 15.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 591.0 0.0
2 981.0 423.0 265.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 592.0 0.0
3 981.0 423.0 265.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 592.0 0.0
4 981.0 422.0 265.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 592.0 0.0
5 980.0 407.0 265.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 591.0 0.0
6 980.0 190.0 265.0 16.0 110.0 50.0 41.0 0.0 0.0 0.0 0.0 589.0 0.0
7 980.0 330.0 243.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 609.0 0.0
8 980.0 326.0 243.0 20.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 607.0 0.0
9 980.0 344.0 130.0 20.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 720.0 0.0
10 981.0 347.0 130.0 20.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 721.0 0.0
11 981.0 342.0 130.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 722.0 0.0
12 981.0 298.0 130.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 722.0 0.0
13 981.0 295.0 130.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 722.0 0.0
14 981.0 257.0 130.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 723.0 0.0
15 981.0 292.0 130.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 723.0 0.0
16 981.0 292.0 130.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 723.0 0.0
17 981.0 308.0 130.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 723.0 0.0
18 981.0 561.0 130.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 722.0 0.0
19 981.0 430.0 130.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 722.0 0.0
20 981.0 453.0 130.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 723.0 0.0
21 981.0 495.0 130.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 722.0 0.0
22 981.0 370.0 130.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 723.0 0.0
23 981.0 277.0 265.0 17.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 589.0 0.0
24 981.0 229.0 265.0 15.0 110.0 50.0 1.0 0.0 0.0 0.0 0.0 591.0 0.0

 
Daily Energy 

(MWh) 8,542.0 4,426.0 419.0 400.0 0.0 0.0
Energy Avail. for BR (MWh): 4221
Ramp Rate Constraint: None

December 8, 2005

Projected Purchases CVP Corp. 
TransactionsLoads Projected Base 

Resource (BR)CVP gen



Western Area Power Admininstration publish date:

Sierra Nevada Region
7-Day Forecast of Base Resource

All values at Tracy Substation

December 8, 2005

  

Day CVP gen Required 
Energy Reg & Res

Tuesday Projected 
Capacity 

Projected 
Energy 

Project 
Use Load 
Demand

First 
Preference 

Load 
Demand

Estimated 
Ancillary 
Services 
Capacity 

PU 
Forward 
Off-Peak 
Purchase 

PU & FP 
Capacity 
Purchase 
Reqmts.

Ancilliary 
Services 
Purchase 
Reqmt.

Bank 
Energy 

(from CVP 
Corp)

Bank 
Return 

Energy (to 
CVP Corp)

Hourly 
Minimum 
Capacity

Hourly 
Maximum 
Capacity

Capacity 
w/minimal 

energy

Dec 13, 2005 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C D E F G H I J K L M

1 981.0 422.0 297.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 560.0 0.0
2 981.0 411.0 297.0 13.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 561.0 0.0
3 981.0 398.0 297.0 13.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 561.0 0.0
4 981.0 396.0 297.0 13.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 561.0 0.0
5 980.0 334.0 297.0 13.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 560.0 0.0
6 980.0 273.0 297.0 15.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 558.0 0.0
7 980.0 225.0 130.0 17.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 723.0 0.0
8 980.0 178.0 130.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 721.0 0.0
9 980.0 216.0 130.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 721.0 0.0
10 979.0 239.0 130.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 720.0 0.0
11 979.0 305.0 130.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 721.0 0.0
12 979.0 249.0 130.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 720.0 0.0
13 979.0 333.0 130.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 721.0 0.0
14 980.0 342.0 130.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 722.0 0.0
15 980.0 514.0 130.0 17.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 723.0 0.0
16 980.0 514.0 130.0 17.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 723.0 0.0
17 980.0 514.0 130.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 721.0 0.0
18 981.0 515.0 130.0 20.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 721.0 0.0
19 981.0 411.0 130.0 20.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 721.0 0.0
20 981.0 339.0 130.0 20.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 721.0 0.0
21 981.0 278.0 130.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 722.0 0.0
22 981.0 254.0 130.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 723.0 0.0
23 981.0 266.0 297.0 17.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 557.0 0.0
24 981.0 247.0 297.0 15.0 110.0 50.0 15.0 0.0 0.0 0.0 0.0 559.0 0.0

 
Daily Energy 

(MWh) 8,173.0 4,456.0 410.0 400.0 15.0 0.0 0.0
Energy Avail. for BR (MWh): 3260
Ramp Rate Constraint: None

Projected Base 
Resource (BR)Projected PurchasesLoads CVP Corp. 

Transactions



Western Area Power Admininstration publish date:

Sierra Nevada Region
7-Day Forecast of Base Resource

All values at Tracy Substation

December 8, 2005

Day CVP gen Required 
Energy Reg & Res

Wednesday Projected 
Capacity 

Projected 
Energy 

Project 
Use Load 
Demand

First 
Preference 

Load 
Demand

Estimated 
Ancillary 
Services 
Capacity 

PU 
Forward 
Off-Peak 
Purchase 

PU & FP 
Capacity 
Purchase 
Reqmts.

Ancilliary 
Services 
Purchase 
Reqmt.

Bank 
Energy 

(from CVP 
Corp)

Bank 
Return 

Energy (to 
CVP Corp)

Hourly 
Minimum 
Capacity

Hourly 
Maximum 
Capacity

Capacity 
w/minimal 

energy

Dec 14, 2005 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C D E F G H I J K L M

1 981.0 424.0 297.0 15.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 559.0 0.0
2 981.0 427.0 297.0 13.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 561.0 0.0
3 981.0 414.0 297.0 13.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 561.0 0.0
4 981.0 414.0 297.0 13.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 561.0 0.0
5 980.0 393.0 297.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 559.0 0.0
6 980.0 252.0 297.0 15.0 110.0 50.0 10.0 0.0 0.0 0.0 0.0 558.0 0.0
7 980.0 191.0 130.0 17.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 723.0 0.0
8 980.0 218.0 130.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 721.0 0.0
9 980.0 191.0 130.0 20.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 720.0 0.0
10 979.0 212.0 130.0 20.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 719.0 0.0
11 979.0 239.0 130.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 720.0 0.0
12 979.0 281.0 130.0 20.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 719.0 0.0
13 979.0 367.0 130.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 720.0 0.0
14 980.0 309.0 130.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 721.0 0.0
15 980.0 553.0 130.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 722.0 0.0
16 980.0 553.0 130.0 17.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 723.0 0.0
17 980.0 553.0 130.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 721.0 0.0
18 981.0 554.0 130.0 20.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 721.0 0.0
19 981.0 412.0 130.0 21.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 720.0 0.0
20 981.0 345.0 130.0 21.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 720.0 0.0
21 981.0 286.0 130.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 722.0 0.0
22 981.0 238.0 130.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 723.0 0.0
23 981.0 248.0 297.0 17.0 110.0 50.0 16.0 0.0 0.0 0.0 0.0 557.0 0.0
24 981.0 270.0 297.0 16.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 558.0 0.0

 
Daily Energy 

(MWh) 8,344.0 4,456.0 422.0 400.0 26.0 0.0 0.0
Energy Avail. for BR (MWh): 3297
Ramp Rate Constraint: None

Projected Base 
Resource (BR)Projected PurchasesLoads CVP Corp. 

Transactions



Western Area Power Admininstration publish date:

Sierra Nevada Region
7-Day Forecast of Base Resource

All values at Tracy Substation

December 8, 2005

Day CVP gen Required 
Energy Reg & Res

Thursday Projected 
Capacity 

Projected 
Energy 

Project 
Use Load 
Demand

First 
Preference 

Load 
Demand

Estimated 
Ancillary 
Services 
Capacity 

PU 
Forward 
Off-Peak 
Purchase 

PU & FP 
Capacity 
Purchase 
Reqmts.

Ancilliary 
Services 
Purchase 
Reqmt.

Bank 
Energy 

(from CVP 
Corp)

Bank 
Return 

Energy (to 
CVP Corp)

Hourly 
Minimum 
Capacity

Hourly 
Maximum 
Capacity

Capacity 
w/minimal 

energy

Dec 15, 2005 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C D E F G H I J K L M

1 1,034.0 427.0 297.0 15.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 612.0 0.0
2 1,034.0 415.0 297.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 613.0 0.0
3 1,034.0 414.0 297.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 613.0 0.0
4 1,033.0 414.0 297.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 612.0 0.0
5 1,033.0 408.0 297.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 612.0 0.0
6 1,033.0 253.0 297.0 16.0 110.0 50.0 10.0 0.0 0.0 0.0 0.0 610.0 0.0
7 1,033.0 191.0 130.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 775.0 0.0
8 1,033.0 221.0 130.0 20.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 773.0 0.0
9 1,033.0 197.0 130.0 20.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 773.0 0.0
10 1,032.0 215.0 130.0 20.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 772.0 0.0
11 1,032.0 237.0 130.0 20.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 772.0 0.0
12 1,032.0 266.0 130.0 20.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 772.0 0.0
13 1,032.0 339.0 130.0 20.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 772.0 0.0
14 1,032.0 356.0 130.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 773.0 0.0
15 1,033.0 495.0 130.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 775.0 0.0
16 1,033.0 495.0 130.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 775.0 0.0
17 1,033.0 495.0 130.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 774.0 0.0
18 1,033.0 496.0 130.0 21.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 772.0 0.0
19 1,034.0 432.0 130.0 21.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 773.0 0.0
20 1,034.0 363.0 130.0 20.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 774.0 0.0
21 1,034.0 259.0 130.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 775.0 0.0
22 1,034.0 269.0 130.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 775.0 0.0
23 1,034.0 283.0 297.0 18.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 609.0 0.0
24 1,034.0 260.0 297.0 16.0 110.0 50.0 3.0 0.0 0.0 0.0 0.0 611.0 0.0

 
Daily Energy 

(MWh) 8,200.0 4,456.0 433.0 400.0 13.0 0.0 0.0
Energy Avail. for BR (MWh): 3144
Ramp Rate Constraint: None

Projected Base 
Resource (BR)Projected PurchasesLoads CVP Corp. 

Transactions



Western Area Power Admininstration publish date:

Sierra Nevada Region
7-Day Forecast of Base Resource

All values at Tracy Substation

December 8, 2005

Day CVP gen Required 
Energy Reg & Res

Friday Projected 
Capacity 

Projected 
Energy 

Project 
Use Load 
Demand

First 
Preference 

Load 
Demand

Estimated 
Ancillary 
Services 
Capacity 

PU 
Forward 
Off-Peak 
Purchase 

PU & FP 
Capacity 
Purchase 
Reqmts.

Ancilliary 
Services 
Purchase 
Reqmt.

Bank 
Energy 

(from CVP 
Corp)

Bank 
Return 

Energy (to 
CVP Corp)

Hourly 
Minimum 
Capacity

Hourly 
Maximum 
Capacity

Capacity 
w/minimal 

energy

Dec 16, 2005 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C D E F G H I J K L M

1 1,034.0 428.0 297.0 15.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 612.0 0.0
2 1,034.0 415.0 297.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 613.0 0.0
3 1,033.0 415.0 297.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 612.0 0.0
4 1,033.0 415.0 297.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 612.0 0.0
5 1,033.0 413.0 297.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 612.0 0.0
6 1,033.0 355.0 297.0 16.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 610.0 0.0
7 1,033.0 206.0 130.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 774.0 0.0
8 1,032.0 203.0 130.0 20.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 772.0 0.0
9 1,032.0 200.0 130.0 21.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 771.0 0.0
10 1,032.0 219.0 130.0 20.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 772.0 0.0
11 1,032.0 259.0 130.0 20.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 772.0 0.0
12 1,032.0 260.0 130.0 20.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 772.0 0.0
13 1,032.0 301.0 130.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 773.0 0.0
14 1,032.0 342.0 130.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 773.0 0.0
15 1,032.0 591.0 130.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 774.0 0.0
16 1,033.0 600.0 130.0 17.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 776.0 0.0
17 1,033.0 601.0 130.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 774.0 0.0
18 1,033.0 613.0 130.0 20.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 773.0 0.0
19 1,034.0 567.0 130.0 20.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 774.0 0.0
20 1,034.0 434.0 130.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 775.0 0.0
21 1,034.0 287.0 130.0 19.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 775.0 0.0
22 1,034.0 225.0 130.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 776.0 0.0
23 1,034.0 211.0 297.0 17.0 110.0 50.0 53.0 0.0 0.0 0.0 0.0 610.0 0.0
24 1,034.0 210.0 297.0 16.0 110.0 50.0 53.0 0.0 0.0 0.0 0.0 611.0 0.0

 
Daily Energy 

(MWh) 8,770.0 4,456.0 428.0 400.0 106.0 0.0 0.0
Energy Avail. for BR (MWh): 3748
Ramp Rate Constraint: None

Projected Base 
Resource (BR)Projected PurchasesLoads CVP Corp. 

Transactions



Western Area Power Admininstration publish date:

Sierra Nevada Region
7-Day Forecast of Base Resource

All values at Tracy Substation

December 8, 2005

Day CVP gen Required 
Energy Reg & Res

Saturday Projected 
Capacity 

Projected 
Energy 

Project 
Use Load 
Demand

First 
Preference 

Load 
Demand

Estimated 
Ancillary 
Services 
Capacity 

PU 
Forward 
Off-Peak 
Purchase 

PU & FP 
Capacity 
Purchase 
Reqmts.

Ancilliary 
Services 
Purchase 
Reqmt.

Bank 
Energy 

(from CVP 
Corp)

Bank 
Return 

Energy (to 
CVP Corp)

Hourly 
Minimum 
Capacity

Hourly 
Maximum 
Capacity

Capacity 
w/minimal 

energy

Dec 17, 2005 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C D E F G H I J K L M

1 1,034.0 373.0 297.0 15.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 612.0 0.0
2 1,034.0 450.0 297.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 613.0 0.0
3 1,033.0 396.0 297.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 612.0 0.0
4 1,033.0 404.0 297.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 612.0 0.0
5 1,033.0 403.0 297.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 612.0 0.0
6 1,033.0 271.0 297.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 612.0 0.0
7 1,033.0 193.0 130.0 15.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 778.0 0.0
8 1,033.0 245.0 130.0 16.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 777.0 0.0
9 1,032.0 245.0 130.0 17.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 775.0 0.0
10 1,032.0 381.0 130.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 774.0 0.0
11 1,032.0 315.0 130.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 774.0 0.0
12 1,032.0 373.0 130.0 17.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 775.0 0.0
13 1,032.0 346.0 130.0 17.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 775.0 0.0
14 1,032.0 412.0 130.0 16.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 776.0 0.0
15 1,031.0 384.0 130.0 16.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 775.0 0.0
16 1,032.0 474.0 130.0 16.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 776.0 0.0
17 1,032.0 384.0 130.0 16.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 776.0 0.0
18 1,032.0 474.0 130.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 774.0 0.0
19 1,033.0 465.0 130.0 18.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 775.0 0.0
20 1,033.0 465.0 130.0 17.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 776.0 0.0
21 1,033.0 472.0 130.0 17.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 776.0 0.0
22 1,033.0 288.0 130.0 16.0 110.0 0.0 0.0 0.0 0.0 0.0 0.0 777.0 0.0
23 1,033.0 287.0 297.0 15.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 611.0 0.0
24 1,033.0 281.0 297.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 612.0 0.0

 
Daily Energy 

(MWh) 8,781.0 4,456.0 382.0 400.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 3911
Ramp Rate Constraint: None

Projected Base 
Resource (BR)Projected PurchasesLoads CVP Corp. 

Transactions



Western Area Power Admininstration publish date:

Sierra Nevada Region
7-Day Forecast of Base Resource

All values at Tracy Substation

December 8, 2005

Day CVP gen Required 
Energy Reg & Res

Sunday Projected 
Capacity 

Projected 
Energy 

Project 
Use Load 
Demand

First 
Preference 

Load 
Demand

Estimated 
Ancillary 
Services 
Capacity 

PU 
Forward 
Off-Peak 
Purchase 

PU & FP 
Capacity 
Purchase 
Reqmts.

Ancilliary 
Services 
Purchase 
Reqmt.

Bank 
Energy 

(from CVP 
Corp)

Bank 
Return 

Energy (to 
CVP Corp)

Hourly 
Minimum 
Capacity

Hourly 
Maximum 
Capacity

Capacity 
w/minimal 

energy

Dec 18, 2005 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C D E F G H I J K L M

1 1,033.0 400.0 282.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 627.0 0.0
2 1,033.0 363.0 282.0 13.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 628.0 0.0
3 1,033.0 416.0 282.0 13.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 628.0 0.0
4 1,032.0 415.0 282.0 13.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 627.0 0.0
5 1,032.0 353.0 282.0 13.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 627.0 0.0
6 1,032.0 353.0 282.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 626.0 0.0
7 1,032.0 270.0 282.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 626.0 0.0
8 1,032.0 277.0 282.0 16.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 624.0 0.0
9 1,032.0 303.0 282.0 17.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 623.0 0.0
10 1,032.0 388.0 282.0 17.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 623.0 0.0
11 1,032.0 446.0 282.0 17.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 623.0 0.0
12 1,032.0 446.0 282.0 16.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 624.0 0.0
13 1,031.0 363.0 282.0 16.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 623.0 0.0
14 1,031.0 377.0 282.0 16.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 623.0 0.0
15 1,031.0 277.0 282.0 15.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 624.0 0.0
16 1,031.0 376.0 282.0 15.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 624.0 0.0
17 1,032.0 377.0 282.0 16.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 624.0 0.0
18 1,032.0 502.0 282.0 18.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 622.0 0.0
19 1,032.0 502.0 282.0 18.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 622.0 0.0
20 1,032.0 502.0 282.0 18.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 622.0 0.0
21 1,033.0 504.0 282.0 17.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 624.0 0.0
22 1,033.0 277.0 282.0 16.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 625.0 0.0
23 1,033.0 233.0 282.0 15.0 110.0 50.0 14.0 0.0 0.0 0.0 0.0 626.0 0.0
24 1,033.0 274.0 282.0 14.0 110.0 50.0 0.0 0.0 0.0 0.0 0.0 627.0 0.0

 
Daily Energy 

(MWh) 8,994.0 6,768.0 371.0 1,200.0 14.0 0.0 0.0
Energy Avail. for BR (MWh): 2483
Ramp Rate Constraint: None

Notes:

1.  For the AS (Column E), it was assumed that Western's reserve obligation would be 70 MW and regulation would be 40 up and 40 down, creating a need to reserve 110 MW.   
2.   An average of 1.81 % transmission losses assessed between subcontrol area (SCA) generation and SCA loads.  
3.  Data includes committed schedules for those days (shaded gray) that have been committed and forecasted data for the remaining dates.

Projected Base 
Resource (BR)Projected PurchasesLoads CVP Corp. 

Transactions


